BWSC STANDARD 16"x18" GATE VALVE FRAME AND COVER

+5'

SET CAST IRON FRAME ON CONCRETE OR MASONARY FOUNDATION

BRASS CAP

BRASS HANDLE

1-¼" BRASS PIPE

DUCTILE IRON STANDPIPE 12" MIN. DIAMETER

FORD BALL VALVE 1-¼" B11455 WITH PITOMETER HANDLE
BALL VALVE MUST BE SET SO VALVE IS IN OFF POSITION WHEN HANDLE IS DOWN

ON

OFF

1" FORD F800 CORPORATION STOP MUST BE LEFT ON

WATER MAIN

MASONRY BLOCK FOUNDATION

Labeled BWSC C

Scale: Not To Scale